
Semi-annual Preventative Maintenance Activities 
 
 Jan - Jun Jul - Dec 
 
Inspect and service kitchen hood extinguishment system, NFPA 96, 2001 edition 11.2.1 

  

 
Test supervisory valves on automatic sprinkler system, NFPA 25, 2002 edition 12.3.3.5 

  

 
Inspect all combustion air intakes & clean as required 

  

 
 

  

 
 

  

 
 

  

 
 

  

 
 

  

 
 

  

 
 

  

 
 

  

 
 

  

10/22/03 Board and Care Occupancies 
 
Ensure power is disconnected from equipment prior to inspection and service. 
 


